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ABSTRACT The integration of a Z-source network with a modular multilevel converter (MMC) to provide
voltage step-up function is proposed in this paper. The proposed Z-source modular multilevel converter
(ZS-MMC) uses a Z-source network connected between the DC source and the DC-link terminals of the
MMC. The operation principle of the ZS-MMC is presented utilising the reduced inserted cells (RICs)
modulation technique. Compared to the quasi ZS-MMC previously developed by the authors, the ZS-MMC
has small fundamental frequency component in the ZS inductor current which requires a smaller inductor
size for the Z-source network and is also more efficient. The ZS-MMC is compared to other topologies that
can accomplish buck and boost capabilities, such as the quasi Z-source MMC, the quasi Z-source cascaded
multilevel converter and the full-bridge based MMC, to validate the viability of the proposed converter. The
operation of the ZS-MMC employing the RICs technique is confirmed experimentally.
INDEX TERMS Modular multilevel converter, modulation technique, reduced inserted cells, voltage
step-up, Z-source network.
I. INTRODUCTION
Renewable energy sources are gaining a lot of attention
around the world as a way to minimise CO2 emissions [1].
The wind energy system (WES) is one of the most rapidly
expanding renewable energy sources [2]. Among various
generator types used with WES, the permanent magnet syn-
chronous generator (PMSG) has gained significant interest
due to the absence of the gearbox, leading to lower system
failure, greater efficiency, and higher system dependabil-
ity [3]. Diagram of the WES using direct drive PMSG is
shown in Fig. 1. A power converter is necessary to connect
the WES to the electric grid because the generator output
voltage and frequency vary with the wind speed. Back-to-
back (BTB) converter is one of the available power converter
solutions, which consists of a controlled rectifier that creates
a regulated DC voltage at the DC-link terminals and a PWM
inverter that generates an AC voltage synchronised to the
grid. The typical BTB converter configurations are the two-
level voltage source converter (2L-VSC) [4], the neutral point
The associate editor coordinating the review of this manuscript and
approving it for publication was Francisco Perez-Pinal .
FIGURE 1. Diagram of wind energy system with PMSG using a) BTB
converter, and b) FB-MMC.
clamped (NPC) [4] converter, and the modular multilevel
converter (MMC) [5]. Because MMC has features of mul-
tilevel converters such as reduced harmonic distortion and
improved handling of medium and high voltage/power [6]
as well as its unique features of modularity, voltage/power
scalability, and redundancy, BTB converters utilising MMC
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are the most promising [5], [7]–[11]. However, using two
forced commutated converters of BTB converter leads to a
high cost and low efficiency [12].
Various configurations of the MMC have been investi-
gated. Half bridge inverter sub-modules (HBSMs) [13] and
full bridge inverter sub-modules (FBSMs) [12] are exten-
sively used in MMC construction. Each design has weak-
nesses and strengths. For instance, the HBSM employs half
as many switches as the FBSM, resulting in lower power
loss and lower cost [14]. The FBSM, on the other hand,
can provide higher levels of output voltage (voltage boost
function) than the HBSM [15] and can handle DC-faults
whereas the HBSM cannot [14].
The usage of a FBSMs based MMC (FB-MMC) to inter-
face the WES to the electric grid was suggested in [12] which
is rated at 6.6 kV, 5 MW. This integration was achieved
by connecting the AC output terminals of PMSG to the
FB-MMC’s input terminals with a simple three-phase uncon-
trolled diode rectifier, as shown in Fig. 1b. This circuit has
a benefit over the BTB arrangement in that it replaces the
controlled rectifier stage (which might be a 2L-VSC, NPC,
or MMC) with a three-phase diode rectifier, resulting in
cheaper cost, higher reliability, and improved efficiency [12].
A boost converter stage or an impedance-source converter
can be used instead of the FB-MMC depicted in Fig. 1.
A topology of quasi Z-source MMC (qZS-MMC) that can
provide voltage buck and boost functions and also enables
DC-fault blocking has been proposed in [16], [17]. The
operating principles together with two deriving PWM mod-
ulation techniques known as simultaneously shorted (SS)
and reduced inserted cells (RICs) are presented. The con-
cept was expanded in [18] by providing in-depth analysis to
the previously mentioned modulation techniques, and design
guidelines for different components that were experimen-
tally validated. The qZS-MMC uses HBSMs which reduces
the number of switches compared to the FB-MMC. Using
the RICs technique with the qZS-MMC resulted in lower
stress voltage on the qZS-network switches than using the
SS technique [18]. The RICs, on the other hand, creates a
large fundamental frequency component in the qZS inductor
current, resulting in a larger inductor size [18]. This is due
to implementing the concept of partial shoot-through during
half of the fundamental frequency cycle.
To overcome the need for large inductors, the integration
of the single Z-source (ZS) network with the MMC started
in [19] where the basic operating principles were presented.
In which, applying the concept of partial shoot-through to
the ZS-MMC allows for a lower fundamental component in
the inductor current and thus a smaller inductor size. In this
paper, the operation of the proposed ZS-MMC is confirmed
experimentally. Furthermore, the study has been extended to
include the proper control for suppression of the AC com-
ponents in the circulating current. Also, the viability of the
ZS-MMC has been compared with other existing topologies
to highlight the features and weaknesses of the proposed
one.
This paper is organized as follows. The operation princi-
ple of the ZS-MMC is firstly presented. Then, the reduced
inserted cells (RICs) modulation technique, used to derive
the proposed converter, is explained in detail. Following that,
the control objectives used to provide a proper operation are
illustrated. Also, the design guideline of the ZS inductors is
presented by studying the signature of the inductor current
and voltage waveforms. To illustrate the weaknesses and
strengths of the proposed converter (ZS-MMC), it has been
compared with the other three power converters, that are able
to provide voltage buck and boost functions, is carried out.
The performance of the proposed converter is validated using
the experimental prototype. Finally, the work done in this
paper has been concluded.
II. PROPOSED Z-SOURCE MODULAR MULTILEVEL
CONVERTER (ZS-MMC)
A. CIRCUIT CONFIGURATION
Fig. 2 shows the proposed single-phase Z-source modular
multilevel converters (ZS-MMC) topology, where a single
Z-source impedance network is employed. The operation of
the ZS-network relies on producing shoot-through (ST) at its
output terminals [20]. This will increase the energy stored
in its storage components (inductors and capacitors) thus
boosting the DC-link voltage seen by the MMC half bridge
stage. The DC source needs to have a midpoint to allow the
connection of the AC load as well as for the asymmetric
shoot-through to be performed. This can be achieved also
by using only one DC supply with two capacitors in series
connection. The MMC leg contains an upper and lower arm,
each has NSM half-bridge sub-modules (SMs) in a series
connection with an arm inductor (Lo) to limit the circulating
and fault currents. Each SM has a floating capacitor CSM
(with a voltage of VCSM ) and two switches (S1, and S2)
as depicted in Fig. 2. The two switches (S1, and S2) are
complementary controlled, where its terminals have a voltage
of VCSM or zero.
FIGURE 2. Structure of a Z-source modular multilevel converter.
B. MMC OPERATION PRINCIPLES
TheAC output voltage vAo is given by (1), where vUO and vON
are the upper and lower DC-link voltages respectively, vUP
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It can be seen that the output AC voltage can be influ-
enced by the difference between the upper and lower DC-link
voltages, the difference between the upper and lower arm
voltages and also by the output current iAO that causes a
voltage drop on the arm inductance. The voltage drop across
the arm inductance will cause a slight variation in the output
voltage levels where this part can be completely ignored or
removed by using coupled arm inductor configuration [21].
Since LO and rO are small, the effect of iAo on the output









According to the current direction shown in Fig. 2, the arm
currents iUA and iNA can be expressed by:
iUA(t) = iAO(t)/2+ icir (t)
iNA(t) = −iAO(t)/2+ icir (t) (3)
where
icir (t) = i2f (t)+ IUN
i2f (t) = (iUA(t)+ iNA(t))/2− IUN (4)
The arm currents iUA and iNA are composed of the load iAo
and the circulating current component icir . The circulating
current icir flows through the upper and lower arms without
affecting the load current. This current has a DC component
IUN and even low order harmonics, with the 2nd harmonic i2f
component being the dominant, causing more current stress
and loss, which needs to be well suppressed. icir and i2f can
be calculated by (4).
A voltage balancing strategy is required to balance the SM
capacitor voltages in each arm. There are different strategies
for ensuring capacitor voltage balancing [7], where the sort-
ing method [13], which is considered the most wide strategy,
is applied in this paper.
C. Z-SOURCE NETWORK OPERATION PRINCIPLES
ZS-network requires shoot-through (ST) at its output termi-
nals to increase the energy stored in the ZS-inductors, which
is later transferred to the ZS-capacitors during non-shoot-
through (NST) state and consequently, the voltage boosting
capability can be attained.
To provide an ST current path, a switch SU is connected
between U and O terminals, while SN is connected between O
and N terminals, as shown in Fig. 2. This is necessary because
it is difficult to make ST with both the upper and lower arms
by allowing all of the SMs to generate zero voltage. This
would cause a significant temporary loss of voltage and hence
distorting the output voltage. Moreover, the feature of having
a multilevel functionality will be affected. The number of
switches needed in each chain-link will be explained later.
The ZS-network requires series diodes and/or active
switches which are essential for providing the voltage step-up
capability and cannot be removed. As demonstrated in [22],
an active semiconductor device should be antiparallel con-
nected to the diodes, otherwise, undesired operation modes
will appear. The two switches SU1 and SN1 should be gated in
complementarywith gating signals of SN and SU respectively.
The ZS-network can be working with partial ST by gating
on only upper or lower chain-link switches separately and can
be fully shorted by gating on both. The different operation
modes are presented as follows.
1) UPPER ST OR/AND LOWER ST MODE
In case of the upper switch SU is turned on, the SN1 should be
turned off. Also, if the lower switch SN is turned on, the SU1
should be turned off. The upper ST (UST) and lower ST
(LST) equivalent circuits are illustrated respectively in Fig. 3a
and Fig. 3b, and Fig. 3c shows the equivalent circuit in case
of full ST (FST) mode. In these modes, the energy of the
two Z-source inductors increases, and therefore ZS inductor
currents increase, while the capacitors discharge causing the
capacitor voltage to decrease. The inductor voltages are given
by (5) for UST or LSTmodes and given by (6) for FSTmode:
vLU = vLN = VDC/2 (5)
vLU = vLN = VC (6)
Considering the ZS-capacitor voltages are VCU and VCN
and both equal to VC and DC source voltage is VDC ,
the DC-link voltages vUO and vON for UST, LST and FST
modes are given by (7), (8), and (9) respectively.





2+ VC vON = 0 (8)
vUO = 0 vON = 0 (9)
2) NON-SHOOT-THROUGH MODE (NST)
In NST mode, the switches (SU , or SN ) are turned off and as
a result, the series switches (SU1, or SN1) are turned on. The
equivalent circuit is shown in Fig. 3d. The two ZS inductors
start to de-energize where the inductor currents decrease.
From Fig. 3d, the inductor voltages and the DC-link voltages
during this mode can be given by:
vL1 = vL2 = VDC − VC
vUO = vON = VUN /2 = −VDC/2+ VC (10)
where VUN is the peak value of the DC-link voltage. In this
mode, the ZS-capacitors are charging or discharging accord-
ing to the direction of ZS capacitor currents and can be
defined by (11).
iCU (t) = iLU (t)− iUA(t)
iCN (t) = iLN (t)− iNA(t) (11)
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If the upper/lower arm current iUA/iNA is higher than
upper/lower inductor current iLU /iLN , the capacitor CU /CN
charges and the capacitor voltage VCU/VCN increases, if not
the capacitor voltage decreases.
With reference to the switching cycle T , the NST duration
Tnst , the UST Tu and LST Tn durations, can be calculated:
Tnst + Tu + Tn = T Tu = Tn = Tsh/2
Dsh = Tsh/2T (12)
where Dsh is the average value of the ST duty ratio. Consid-
ering that over one switching period, the average value of the
inductor voltage is equal to zero and using (5), (10), and (12),
the ZS-capacitor voltages have an average value of:
VC = VDC × (1− /Dsh) / (1− 2Dsh) (13)
Substituting from (13) into (10), the peak value of the
DC-link voltages VUO and VON are given by:




Gating on one of the DC-link devices SU or SN will cause
a change in the number of the levels of the output voltage,
which should be compensated using a proper modulation
method. This is further explained in the next section.
FIGURE 3. Operation modes of ZS-network: a) UST, b) LST, c) FST,
and d) NST modes.
III. MODULATION TECHNIQUE AND CONTROL
OBJECTIVES
A. REDUCED INSERTED CELLS TECHNIQUE
In this work, the level-shift SPWM with two opposite modu-
lating signals, one for the upper arm and one for the lower
arm, is used as illustrated in Fig.4. For NSM sub-modules
per arm, NSM level-shifted carriers are required. As a result,
a (NSM + 1) and (2 NSM + 1) level waveform is produced on
the arm voltage and the AC output voltage.
According to (1), the instant output voltage depends on the
arm voltages and the DC-link voltages. In MMC, the sec-
ond term in (1) equals zero for normal operation conditions
FIGURE 4. PWM modulation technique at NSM = 4 (a) The upper and
lower modulating signals with level-shifted triangles, and (b) The number
of inserted cells for the upper and lower arms.
because vUO = vON = VDC /2. For the proposed ZS-MMC,
the FST mode can be applied by turning on both SU and
SN , and consequently the second term in (1) is still equal to
zero. The FST mechanism was applied previously in [17] and
referred to as the ‘‘simultaneously shorted (SS)’’ technique
which is investigated in detail in [18] for a quasi Z-source
MMC (qZS-MMC) topology. This technique considers sim-
ple but has high voltage stress on qZS passive and active
components and high switching loss. This is because the
fundamental output voltage is limited to the average value of
the half DC-link voltage. The same drawbacks will be found
also when applying FST with the ZS-MMC, therefore this
technique is not used in this paper.
On the other hand, if only one of the DC-link switches
(upper or lower) is gated on, the second term in (1) will
become significant (equal to VUN /2). Consequently, the out-
put voltage waveform will be disturbed, and the voltage mag-
nitude during this case will change by VUN /2. This reflects
on the corresponding level number to change by step of
±NSM /2. Therefore, the arm voltages should be modified to
compensate for the shooting-through of the upper or lower
DC-link. In which, the upper/lower arm voltage vUP/vLW
should be changed by an amount of VUN /2 to maintain the
output voltage at its magnitude and level number.
For more clarification, if the upper shoot-through (UST) is
introduced to the ZS-network, NSM /2 SMs that are initially
inserted (SM output voltage = VCSM ) in the upper arm
should be selected to be bypassed (SM output voltage= zero)
causing the upper arm voltage vUP to decrease by VUN /2.
The lower shoot-through (LST) will be similar. Therefore,
to introduce the upper or lower ST signals, the upper or/and
lower arm should have at least NSM /2 inserted SMs.
This technique is named ‘‘Reduced Inserted Cells’’ (RICs).
As shown in Fig. 5, during the second half-cycle of the upper
arm modulating signal (i.e., the negative half cycle of the out-
put voltage), the number of upper inserted SMs NU is greater
than or equal to NSM /2. While during the first half-cycle of
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the lower arm modulating signal (i.e., the positive half cycle
of the output voltage), the number of lower inserted cells
NN is greater than or equal to NSM /2. Hence, the UST can
be introduced during the negative half cycle of the output
voltage, and the LST can be introduced during the positive
half cycle of the output voltage.
Considering that the ST carrier has a unity height as shown
in Fig. 5a, the ST reference signals for the upper and the lower







2Dsh→ 0 : π
0→ π : 2π
(15)
To avoid any disturbance in the output voltage, the ref-
erence signal for the upper/lower DC-link switches is set
to zero in the first/second half cycle, as illustrated in (15).
In addition, to get the average ST duty ratio over one output
frequency cycle to be Dsh, the height of ST reference signals
should be 2Dsh. By comparing the reference signals vsh-U and
vsh-N with the carrier signal shown in Fig. 5a, the ST gating
signals of SU and SN can be obtained as shown in Fig. 5b.
The upper and lower arms modulating signals have been
corrected corresponding to the actual ST gating signals as
shown in Fig. 5c, where the amplitude of original modulating
signals is dropped by NSM /2 units of SMs carrier during the
ST intervals.
The arm inductor voltage during the upper or lower ST
intervals is given by (16). While, the arm inductor voltage
is given by (17) during the NST interval.
vLO = VUN /4− (NU + NN − NSM/2) · VCSM/2 (16)
vLO = VUN /2− (NU + NN ) · VCSM/2 (17)
Using (16) and (17), the arm inductor voltage has zero
average value at steady state condition as follows.
vLO(t) = Dsh · [VUN /4− (NU + NN − NSM/2) · VCSM/2]
+ (1− Dsh) · [VUN /2−(NU+NN ) · VCSM/2] = 0
(18)
As the number of inserted SMs in both arms is NU + NN
with an average ofNSM during the switching frequency cycle,
the SMs average capacitor voltage is given by:
VCSM =
1





From (19), the average value of SM capacitor voltages is
equal to the peak of the DC-link voltage VUN divided by
NSM . This is leading to smaller voltage stresses on the active
and passive components compared to FST technique (named
as SS technique) [18], in which the SMs capacitor voltage
is equal to the average value of the DC-link voltage VUN
divided by NSM . The load voltage and current are assumed
to be sinusoidal functions:
vAO(t) = Vm sinω · t iAO(t) = Im sin(ω · t − ϕ) (20)
where Im is the peak of fundamental phase current and ω is
the fundamental output angular frequency. ϕ is the phase shift
FIGURE 5. The circuit waveforms showing a) shoot-through reference
signals, b) gating signals of SU and SN, c) arm modulating signals, and
d) voltage and current waveforms of the ZS-MMC inductor (LU, LN).
between vAO and iAO, By using Fourier series and according to
Fig. 5c, the upper and lower arm voltages and then the upper
and the lower DC-link voltages are derived as (21) and (22)
respectively.
vUP = (1− Dsh − (m− 4Dsh/π ) · sinω · t) · VUN /2
vLW = (1− Dsh + (m− 4Dsh/π ) · sinω · t) · VUN /2 (21)
vUO = (1− Dsh + 4Dsh · sinω · t/π) · VUN /2
vON = (1− Dsh − 4Dsh · sinω · t/π) · VUN /2 (22)
where m is the converter modulation index. From (20), (21)











where G is the converter gain due to using ST mode, and is
defined by:
G = 1/(1− 2Dsh) (24)
By neglecting the converter power loss, the arm current DC
component IUN and ZS-inductor current IL can be expressed
by:
IUN = mRIC · cosϕ · Im/4
IL = m · G · cosϕ · Im/4 (25)
where
mRIC =
2 · π · m · G− 4 · (G− 1)
π · (G+ 1)
(26)
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1) CONTROL OBJECTIVES
The important goal is to keep the SMs capacitor voltages
balanced otherwise, the MMC may become unstable owing
to an imbalance problem between the SMs [21]. Based on
the level-shift PWM technique, the number of inserted SMs
in both arms is changed between NSM +1, NSM , and NSM −1
with an average of NSM during a switching frequency cycle
ensuring that the sum of the upper and lower arm voltage
always equalsNSMVC . To ensure that the average SM voltage
is well distributed among all SM capacitors, the sorting algo-
rithm strategy for capacitor voltage balance reported in [13]
is implemented here. The implementation of this method
depends on the sorting of the SM capacitor voltage and the
direction of the arm current. If the arm current is positive
(negative), the SMs with smaller (higher) capacitor voltage
is chosen to be inserted for charging (discharging).
Inherent even low order harmonics exist in the circulating
current, with the double line frequency harmonic being the
dominant component. When the arm inductance is low, these
harmonics need to be suppressed or well-regulated to a small
value, otherwise these components will add more loss and
current stress on the circuit. Moreover, due to the presence of
some sources of imbalance, such as asymmetry (due to man-
ufacturing tolerance) between the ZS-networks components
and between the twoMMC arms, the AC fundamental current
will be unequally distributed between both arms. This will
appear as a fundamental frequency current component in the
circulating current resulting a difference in the DC voltages
produced by the two arms.
For AC circulating current controller, a proportional res-
onant (PR) controller, which is widely applied for single-
phase converters [23], [24], is considered here. The controller
is used to detect and eliminate the undesired harmonics.
The PR controller can achieve a high gain at the selected
frequency in the circulating current, which are double-line
frequency and fundamental frequency components, and then
eliminate the steady-state error. The open loop transfer func-
tion of the PR controller has two parts, one part for dou-
ble line frequency and the other part for the fundamental
frequency.
GPR(s) = KPR1 +
2ωc · KiR1 · s
s2 + 2ωcs+ (ωo)2
+KPR2 +
2ωc · KiR2 · s
s2 + 2ωcs+ (2ωo)2
(27)
where ωo is the angular fundamental output frequency, 2ωo is
the angular double line harmonic frequency to be eliminated,
and ωc  ωo represents the cut-off frequency. Fig. 6 shows
the control block diagram for the two circulating current
controllers. Fig. 7 shows the bode diagram of the two PR
controllers together with the following set of parameters:
ωc = 5 rad/s, KPR1 = 0.5, KPR2 = 0.5, KiR1 = 50,
and KiR2 = 50. It is seen that this controller achieves the
expected high gain peaks at the selected frequencies 2π ×
50 rad/s and 2π × 100 rad/s and small gain for the other
frequencies.
FIGURE 6. The control diagram for suppressing the double line frequency
and fundamental frequency components in the circulating current.
IV. ESTIMATING THE ZS-MMC INDUCTOR SIZE
The RICs technique is based on the partial ST concept,
in which the upper DC-link switches can shoot through for
half of the fundamental frequency cycle while the lower
DC-link switches do so for the other half. The two ZS induc-
tors in the ZS-MMC topology charge together in any of LST
and UST modes and discharge in NST mode, causing the
inductor current to have the largest ripple at the switching
frequency. On the other hand, this method has been previ-
ously used with the qZS-MMC [18], in which the upper or
lower qZS-inductor is only energized during UST or LST
respectively. As a result, the inductors will be de-energized
for one half of the output frequency cycle causing high fun-
damental frequency component in the inductor current requir-
ing a larger inductance. Therefore, the RICs technique with
ZS-MMC has the benefit of requiring a substantially much
smaller inductor size than qZS-MMC. The size reduction
potential will be explored next.
The waveforms of the ZS-MMC inductor voltages and cur-






1t = 2Dsh/fs, 1iL = ki-ZS IL (29)
where during ST mode, the inductor voltage vL is given by
(5), ki-ZS is the ZS inductor current ripple ratio, and fs is
the switching frequency. Using (24), (28) and (29), the ZS
inductances are given as a function of Dsh and gain G (30)
and (31) respectively.
LU = LN =
Dsh · V 2DC
Ki-ZS · fs · P
(30)
LU = LN =
(G− 1) · V 2DC
2Ki-ZS · fs · G · P
(31)
where P = VDC . IL , is the converter input power.
Referring to [18], the qZS inductances (LU , LN ) and the
source inductance can be expressed as a function of Dsh or G
by (32) and (33) respectively.
LU = LN =
Dsh · V 2DC
4 · ki-qZS · (1− 2Dsh) · fo · P
=
(G− 1) · V 2DC
8 · fo · ki-qZS · P
(32)
Ls =
Dsh · V 2DC
2 · ki-qZS · fs · P
=
(G− 1) · V 2DC
4 · ki-qZS · fs · G · P
(33)
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FIGURE 7. Bode diagram of the PR control for filtering 2nd order
harmonic and fundamental components in the circulating current.
where ki-qZS is the inductor current ripple ratio of qZS-MMC,
and fo is the output frequency.
From (31) and (33), the inductances LU and LN depend
on fs and fo for the ZS-MMC and qZS-MMC respectively.
Dividing (31) by (33), the ratio between the inductances




4 · fo · Ki-qZS
Ki-ZS · fs · G
(34)
From (34), for the same inductor current ripple ki-ZS =
ki-qZS in both ZS-MMC and qZS-MMC, ZS-MMC requires
much lower inductances compared with qZS-MMC. For
example, the inductance required for qZS-MMC is about
20 times of that required for ZS-MMC, at fs = 2 kHz,
fo = 50 Hz and Dsh = 0.25. Considering a case study
of the RMS output voltage equals 3.8 kV, P = 1.4 MW,
G = 2, VDC = 5.5 kV, fs = 2 kHz, fo = 50 Hz and LU =
LN = 13 mH, the inductor current ripple ki-ZS of ZS-MMC
(31) becomes 20% while the ripple ki-qZS of qZS-MMC
(33) becomes 400%. Therefore, the RICs technique is more
beneficial with ZS-MMC because the inductor currents have
lower ripple, allowing for a smaller inductor size. Moreover,
the qZS-MMC requires two more source inductors (which
can be merged in one inductor or magnetically coupled)
compared with ZS-MMC. This will be on the account of the
source current, where the source current in qZS-MMC will
be continuous, while it is discontinuous for ZS-MMC.
V. COMPARISON WITH COMPETING TOPOLOGIES
The performance of the proposed ZS-MMC is compared
with a range of similar MMC arrangements with simi-
lar voltage boosting capability: (1) The qZS-MMC using
symmetrically shorted (SS) modulation technique [18], (2)
The more established MMC topologies based on FBSMs
(FB-MMC) [12], and (3) The quasi Z-source cascaded mul-
tilevel converter (qZS-CMI) [25]. The single-phase inverter
AC side is designed for an RMS voltage of 3.8 kV and
1.4 MW.
In the previous section, the proposed ZS-MMC has been
compared with qZS-MMC [18] when both converters were
using the RICs technique in terms of inductor sizes. This
differentiating factor is important since the two converters
have the same number of semiconductor devices and the
same voltage and current stresses for their semiconductor
devices, leading to approximately equal switching and con-
duction loss for the same rating of the switching devices,
leading to similar converter efficiencies. Also, the qZS-MMC
has a much higher fundamental frequency component in
the qZS-inductor currents compared with the ZS-MMC,
which consequently requires larger inductor sizes. Therefore,
the qZS-MMC with RICs technique is excluded from this
comparison.
Table 1 summarizes the number of semiconductor devices,
inductors and capacitors, and DC voltage sources. For the
same number of levels (2NSM + 1) and magnitude of the
output AC voltage for a gain G = 2.0, NSM SMs per
arm are required for ZS-MMC, qZS-MMC, and FB-MMC,
while 3NSM /2 SMs are required for qZS-CMI. The number of
devices per chain-link required for ZS-MMC is NSM /2 while
2NSM /3 for the qZS-MMC. Taking the number of the IGBTs
in the FB-MMC as a reference, the total number of IGBTs
required by the ZS-MMC decreases to a minimum of 75%.
This number reduces to only 87.5% and 93.7% for qZS-MMC
and qZS-CMI respectively. Regarding the usage of passive
components, the ZS-MMC provides a saving of two induc-
tors and two capacitors compared to the qZS-MMC. But
when compared to the FB-MMC, the ZS-MMC uses two
more inductors and capacitors. The qZS-CMI would require
a greater number of inductors and capacitors especially with
increasing NSM . The ZS-MMC, qZS-MMC and FB-MMC
require only one DC source but the qZS CMI requires more
isolated DC sources, depending on NSM .
Table 2 describes the ratio of the voltage stresses of
the switching devices and the capacitor voltages relative to
the peak fundamental AC voltage. The relations have been
derived to be as a function ofG andNSM . The voltage stresses
of the series and the chain-link switches of the ZS-MMC
are lower than that of the qZS-MMC and both are higher
than that of qZS-CMI. The SM switches stress voltages are
equal for ZS-MMC, qZS-MMC and FB-MMC, and all of
them are higher than that of qZS-CMI. Although ZS-MMC
has a higher voltage across the ZS capacitors than the qZS
capacitors of the qZS-MMC, the summation of the voltage
stress for the two ZS capacitors in the ZS-MMC and for the
four qZS capacitors are the same. The qZS capacitor voltage
of the qZS-CMI is lower than the ZS capacitor voltage of
ZS-MMC. Although the qZS-CMI switches get the lowest
voltage stress, the number of the required switches is higher
than of that ZS-MMC and qZS-MMC.
Regarding the current stress, Table 3 describes analytically
the ratio of the current stress of the switching devices and
the inductors relative to the peak fundamental AC current
as a function of G, cos ϕ and m. The current stress of the
series and DC-link switches are approximately equal in both
ZS-MMC and qZS-MMC, wheremRIC = 0.91 atG = 2. The
current stress of the series switch of qZS-CMI is higher than
ZS-MMC with a ratio of 1.6 times at G = 2, m = 1 and
cos ϕ = 1. The qZS-CMI gets higher SMs current stress
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TABLE 1. Comparison of active and passive components requirements.
TABLE 2. Comparison of voltage stresses relative to the peak output
voltage.
than the FB-MMC and both are higher than qZS-MMC and
ZS-MMC. The current stress of the ZS inductors of the
ZS-MMC is approximately equal to that of the qZS-MMC
and both are half of the value of qZS-CMI. Also, the FB-
MMC gets a higher current stress on the arm inductor com-
pared to the qZS-MMC. Therefore, it can be concluded that
the ZS-MMC has the lowest current stresses.
In addition, the comparison has been carried out in terms
of conduction and switching loss and it is found that:
• For the conduction loss: in both buck and boost modes,
the ZS-MMC has the lowest loss, while qZS-CMI has
the highest loss, and the conduction loss of FB-MMC is
higher than the qZS-MMC.
• For the switching loss: the ZS-MMC, qZS-MMCand the
FB-MMC have equal switching loss in buck mode, and
all these have higher switching loss than the qZS-CMI.
In boost mode, the ZS-MMC has lower switching loss
than the qZS-MMC and both converters have higher
switching loss than qZS-CMI. The FB-MMC has the
lowest switching loss.
• For the total loss (conduction and switching): the
ZS-MMC has the lowest total loss in buck mode. On the
other hand, the FB-MMC has the lowest total loss in
boost mode. The qZS-MMC has higher total loss than
the qZS CMI, and both have higher total loss than
the ZS-MMC, causing the ZS-MMC the second-best,
in boost mode.
TABLE 3. Comparison of current stresses relative to the peak output
current.
TABLE 4. Prototype parameters.
VI. EXPERIMENTAL EVALUATION
The proposed concept is suitable for medium voltage applica-
tionswhichmakes the experimental evaluation of this concept
at full voltage and power scale very difficult. Therefore,
a laboratory prototype of the proposed ZS-MMC, where the
schematic diagram of the prototype is shown in Fig. 8, was
constructed on a small scale to test its behavior and perfor-
mance. The circuit parameters are summarised in Table 4 and
Fig. 9 illustrates a photo of the prototype actual hardware.
Themodulation technique and control algorithm are imple-
mented on a 225-MHz TMS320C6713 floating-point DSP
which works in conjunction with an FPGA platform for the
data acquisition and PWM gating pulse generation. A daugh-
ter card is connected to the DSP through a host port inter-
face (HPI) connector and used for real-time data capture by
MATLAB. There are twoways of displaying the experimental
results: screen captures form the oscilloscope or, for data that
requires post-processing, download the data points acquired
with the 200-MHz oscilloscope as Excel files which are
re-drawn using MATLAB and processed for retrieving the
frequency spectrum data. The DSP sampling and the PWM
carrier switching frequency are set to 10 kHz.
The experimental results have been obtained when the pro-
posed topology was supplied with 225V DC source voltage.
The modulation index m of 0.98 and an ST duty ratio Dsh
of 0.17 were used to obtain a 1.5 voltage gain G. The output
voltage vAO and current iAO and their FFT spectrums are
illustrated in Fig. 10. Although the expected peak value of
the fundamental output voltage component according to (23)
is 167 V, the value revealed by the FFT is smaller which is
162 V. This difference is a result of voltage drops across the
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FIGURE 8. Experimental system schematic diagram of the ZS-MMC.
FIGURE 9. Photo of the experimental prototype including, a) control
platform TMS320C6713 DSP and FPGA, b) decoupled DC-capacitors
c) ZS-inductors, d) ZS-capacitors, e) ZS-switches, f) sub-module, and
g) MMC arm inductors.
power circuit components. The output voltage and current
have a negligible low-order harmonics.
The DC-link voltages (upper voltage vUO and lower volt-
age vON ) are shown in Fig. 11 with peak values of 168 V
which is a little lower than the theoretical value (14)
due to the voltage drops across the power circuit compo-
nents. The normalized stress voltage (VUN /(VDC /2)) on the
chain-link switches in ZS-MMC has a percentage of 1.49
(2 ∗ 168V/225V). According to [18], the normalized stress
voltage on the DC-link switches for qZS-MMC is 1.49 and
1.96 for RICs and SS techniques respectively. It is clear that,
the stress voltage on the DC switches in ZS-MMC is equal to
that of qZS-MMC [18] when using the RICs technique and
both are lower than that of the qZS-MMC when using SS
technique. Fig. 11 shows the experimental waveforms of the
ZS-capacitor voltages (vCU and vCN ). The average value of
the two ZS-capacitor voltages vCU and vCN are 281 V, which
equals the expected value obtained from (13).
In order to compare with qZS-MMC, the ZS inductance
is used in this work to be equal the qZS inductance used
in [18]. Fig. 12 shows the ZS-inductor currents (iLU and iLN ).
It can be observed that the ZS inductor currents have a low
value of 50 Hz harmonic component. Comparing with [18]
for qZS-MMC, applying the RICs technique to qZS-MMC
causes the inductor currents iLU and iLN to have a high
ripple at fundamental frequency where their peak-to-peak
equals twice of the average value (8A). In contrast, for the
proposed converter ZS-MMC, the inductor currents have a
low ripple at fundamental frequency, where their peak-to-
peak equals 0.2 (0.8A) of the average value. Therefore, the
RICs technique is more advantageous when it is applied with
ZS-MMC compared with qZS-MMC due to the significantly
lower value of the fundamental frequency component ripple
and consequently ability to use a low inductor size.
Fig. 13 shows the ZS series switch currents iSU1 and iSN1,
which also represents the DC voltage source currents. The
switch SU1 and SN1 are reverse biased during the LST and
UST modes respectively. It is noted that the source current is
discontinuous.
FIGURE 10. Experimental waveforms for the converter output voltage
(yellow) and current (blue) and their FFT spectrum.
From Fig. 10, it has been highlighted that the actual output
voltage is slightly lower than the expected output value due to
the voltage drop on the circuit components, such as switches
and inductors. Therefore, Fig. 14 shows the theoretical and
experimental voltage gains of the proposed ZS-MMC where
the voltage gain is defined as the ratio of the measured peak
value of the fundamental output voltage and half value of
the DC source voltage. The experimental voltage gain curves
have been drawn at four different values of DC source voltage
which are 75 V, 100 V, 150 V and 200 V at the same load. All
the experimental gain curves are lower than the theoretical
curve due to voltage drops across the power circuit com-
ponents which are not considered in the theoretical model.
Increasing the DC source voltage yields a higher gain value
at the same ST duty ratio.
Fig. 15 indicates the experimental efficiency curves of the
ZS-MMC prototype when using the RICs technique, which
has been compared with the qZS-MMC when using RICs
and SS technique at different output power at G = 1.5 and
supply voltage VDC of 225 V. While the output voltage is
maintained constant, the output power is modified by adjust-
ing the load resistance value to emulate the conditions of
a grid-connected inverter increasing its loading. The input
power was calculated by measuring the source voltage and
current readings whilst the load power was determined by
using the measured load current in the I2R power relation.
The maximum efficiency is approx 94% at a load power of
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FIGURE 11. Experimental waveforms showing (from top to the bottom)
a) the upper and the lower DC-link voltages vUO and vON (100 V/div) and
the ZS capacitor voltages vCU and vCN (150 V/div) and b) Zoom.
FIGURE 12. Experimental waveforms for ZS inductor currents iLU and iLN
(1.5 V/div).
FIGURE 13. Experimental waveforms for the upper and lower ZS series
switch currents iSN1 and iSU1 (10 A/div) at 5ms/div (left) and at
0.1ms/div (right).
FIGURE 14. Output voltage gains with the variation of Dsh at m = 0.98.
880 W for both converters when using the RICs technique.
This is because that the ZS-MMC and qZS-MMC have the
same number of semiconductor devices with the same voltage
FIGURE 15. Efficiency of the ZS-MMC and qZS-MMC prototypes at G = 1.5.
and current stresses, leading to approximately equal switch-
ing and conduction loss for the same semiconductor devices
rating, leading to similar converter efficiencies. While in the
case of the SS technique, due to higher stress voltage on the
DC-switches compared to RICs technique, and also applying
full ST principle, the qZS-networks loss is higher when using
SS technique compared to RICs technique and consequently,
the converter efficiency is lower when using SS technique.
VII. CONCLUSION
A new converter, Z-source MMC (ZS-MMC), that can pro-
vide both buck and boost voltage capabilities, is presented.
The converter operation principles are discussed. The reduced
inserted cells (RICs) modulation technique has been derived
and implemented. Design guideline for the ZS required
inductors has been presented and compared with the require-
ment for the quasi ZS-MMC (qZS-MMC). It is found that
the RICs technique is more beneficial when used with the
ZS-MMC because the ZS inductor currents have a much
lower fundamental frequency component allowing for a
smaller inductor size, when compared to the qZS inductor
currents in qZS-MMC. Also, the proposed ZS-MMC has
been compared with qZS-MMC, the full-bridge sub-modules
based MMC (FB-MMC) and the quasi Z-source cascaded
multilevel inverter (qZS-CMI), showing that:
• The ZS-MMC requires the smallest number of semicon-
ductor devices, and it is considered the second-best can-
didate for the number of passive components following
the FB-MMC.
• The ZS_MMC has the lowest total loss in buck mode,
the lowest conduction loss in both buck and boost
modes. Also, it is the second-best candidate in terms of
total loss in boost mode following the FB-MMC.
• The ZS-MMC has the lowest current stress and the
second-best candidate regarding the stress voltage after
the qZS-CMI.
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